Primary and Discontinuity Sensor
Group Locations (KHLR)

Existing AC
Power Service
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AN/FMQ-23 Primary Sensor
Group (KHLR RNWY 34)

No Secondary/Discontinuity
Group at KHLR

Wind Sensor being changed
to mechanical
(awaiting CCB Action)
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